


OHA - Drinking Water Program - Surface Water Quality Data Form WIP-: A
z’:::;“ Netarts Water District ID#: 41 00556  MonthYear /Y21  Giardio log | 05
IO CT, Lamast
[ppm or mg/L] | [minutes] CXT [°C] formula | Yes/No [GPM]

1 8:30 1.12 140 156.8 11.8 7:53 20.9 YES 120
2 8:30 1.04 140 145.6 11.8 7.54 20.8 YES 117
3 8:30 1.13 140 158.2 11:7 7.59 21.5 YES 126
4 8:30 1.4 140 154.0 11.9 7.52 20.7 YES 111
5 8:30 1.18 140 165.2 12.0 7.50 20.6 YES 122
6 8:30 1.18 140 165.2 12.0 7.47 20.3 YES 156
7 8:30 1.2 140 168.0 11.8 7.42 20.3 YES 172
8 8:30 1.02 140 142.8 14.5 7.44 20.4 YES 126
9 8:30 0.94 140 131.6 11.5 7.48 20.5 YES 124
10 8:30 0.98 140 137.2 11.5 7.46 20.5 YES 126
1 8:30 0.93 140 130.2 11.6 7.48 20.4 YES 123
12 8:30 0.96 140 134.4 11.6 7.45 20.2 YES 126
13 8:30 1.09 140 152.6 11.5 7.41 204 YES 147
14 8:30 1.18 140 165.2 11.5 7.46 21.0 YES 180
15 8:30 1.01 140 141.4 12.0 7.46 19.9 YES 117
16 8:30 0.99 140 138.6 11.9 7.47 20.0 YES 111
17 8:30 1.16 140 162.4 11.8 7.46 20.5 YES 105
18 8:30 1.18 140 165.2 11.6 7.45 20.7 YES 106
19 8:30 1:25 140 175.0 11.6 7.44 20.8 YES 203
20 8:30 1.21 140 169.4 147 7.46 20.7 YES 146
21 8:30 1.09 140 152.6 11.3 7.49 212 YES 196
22 8:30 11 140 154.0 11.1 7.42 21.0 YES 138
23 8:30 1.09 140 152.6 11.1 7.47 214 YES 125
24 8:30 112 140 156.8 11.0 7.49 21.7 YES 131
25 8:30 1.15 140 161.0 10.8 7.48 22.0 YES 173
26 8:30 1.16 140 162.4 101 7.45 22.8 YES 161
27 8:30 1.12 140 156.8 10.6 7.51 22.5 YES 179
28 8:30 0.99 140 138.6 10.6 7.52 222 YES 173
29 8:30 1.02 140 142.8 10.6 7,53 224 YES 109
30 8:30 0.92 140 128.8 10.5 7.52 222 YES 105
31 8:30 140 0.0 4.2

31f Cl; at entry point < 0.2 mg/I or CT not met, DWP to be notified by end of next business day.

PAGE 2 of 2

Revised February 2012




